Facility Summary in Lincoln County in the City of Eureka

Location: BIG SKY TIRE and AUTO
495 US Hwy 93 N
Eureka, MT 59917 Lincoln

Facility Code: 24114
Last Inspected On: 03/17/2021

System Facility 1D:27-02343 Operating Permit Renewal Date: 03/21/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: EJ Properties LLC;Ernie Roo 4062972623
Operator Contact: Joey Burgess 4062972623
Owner/Operator: EJ Properties LLC
Owner/Operator: Ernie Roo
Joey Burgess, UST Class A Operator
Joey Burgess, UST Class B Operator
Tank Code | o5 ] Tank Installed oo ek e I Cathodically | N Fiberglass |~ .
Tank Age 42 Date 05/06/1980 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1851 Spill Test Date g Isiizle UELFLS :_ri?:r(ijorllm ressed Pz None AST No
9 P Date Construction o P Construction
urrent
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 07/19/2018 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 10/04/2020 Leek Dacsiion Detection Energy Act No
. Gilbarco/EMC
Overfill Test Date ATG Type Basic
Tank Code 06 Tank Installed 5 Cathodically fef : Fiberglass g
Tank Age 42 Date 05/06/1980 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Lined Piping
Tag Number 1852 Spill Test Date 8 Interior/Impressed 5 None AST No
Date Construction Construction
Current
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 07/19/2018 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 03/01/2021 Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Gilbarco/EMC
Basic
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S 07 Tank Age 42 EZ?(L( i 12 05/06/1980 Tank Material gra(;?eoc?:acc?lls%eel Piping Material Eigi?\:‘glr?:sesd Plastic Overfill Types Flapper Valve
T n Piping Installed Tank Lineq Piping
ag Number 1853 Spill Test Date Date Construction Icnterlorllmpressed Construction None AST No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, urent DN DU
Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness _(I;;tjzs:t%r.gphic LI E'echgziéggf Piping Type Pressurized CP Met Types erﬁrrgrsmtsed
(B Gasolne  PLLDTestDate | TOPIPNGCP o370y PimATank o AvomatoTak  BimawPRe gipop | — .
Capacity 12000 ATG Test Date .Il‘.g;et Eiggtness 09/26/2020 f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No

overfill Test Date ATG Type Cilbarco/EMC
UEIS R0 08 Tank Age 40 Eg?el:( Lzl 05/06/1982 Tank Material g?ottheocczxiacc?”S);eel Piping Material Eigii;glriséz Plastic Overfill Types Flapper Valve

q Piping Installed Tank Line(_j Piping

Tag Number 1854 Spill Test Date Date Construction Interior/Impressed Construction None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Curent ~_[EESEEEEEEENN DN
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _(I_:;‘t)is;rlgphic = Egzc;rgzitcecl:_tigf Piping Type Pressurized CP Met Types Icr:rzl[?rrgitsed
Powe oee  euoTeowe  IREEOS owmwn [DRLEG  BEROYT Dmmet  mee: veeReey o
Capacity 6000 ATG Test Date #g‘s‘i Eigtgt”ess 12/29/2020 pece %de?;{ggﬂk ES)Z‘t’:C”t?Oar:y Fllpe Energy Act No

Overfill Test Date ATG Type CBaglsaiirco/EMC
S 09 Tank Age 33 EZ?(L( i 12 05/06/1989 Tank Material gra(;?eoc?:acc?lls%eel Piping Material Eigi?\:‘glr?:sesd Plastic Overfill Types Ball Float Valve
| el | e Conswwetion Constructon N . oo
Tank Status Sggrently in MLLD Test Date %Q%Zightness .?;;nggphic LD Elaeacktrggitzé_tionf Piping Type Pressurized CP Met Types Icn:ﬁrreers‘tsed
Powe  oee  euoTeowe  IREEOS owmwn [DRLEG QRO DMt mee:  veeReey oo
Capacity 15000 ATG Test Date #'e'f;t’ ggtgt”ess 03/03/2021 f:;l‘(”l‘)de"’t‘;ggﬂk geefgcnt?oar:y Pl Energy Act No

Overfill Test Date ATG Type CBaglsaiirco/EMC
LSl 10 Tank Age 29 EZ?: Ttz 10/01/1993 Tank Material g?;?eoc(::ecc?ns);eel Piping Material Eigi?\:‘glrisez Plastic Overfill Types Ball Float Valve
O a0 . e Constucion Consiucion "¢ D oo
Tank Status Sggrently in MLLD Test Date %Q%Zightness .?;;nggphic LD Elaeacktrggitzé_tionf Piping Type Pressurized CP Met Types S;Iéﬁ?rig;r:?ﬁpress
EEE Diosel | PLLDTestDate TaPIPGCP  oy17p0y  PmayTank | AuomaicTank  BrmawPiRe giipor | ara— .,
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

. Gilbarco/EMC
Overfill Test Date ATG Type Basic

Facility Summary in Lincoln County in the City of Eureka

Location: EUREKA MIDDLE SCHOOL
335 6th StE
Eureka, MT 59917 Lincoln

Facility Code: 24154
Last Inspected On: 03/24/2020

System Facility ID:27-04550 Operating Permit Renewal Date: 05/20/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Eureka Public Schools LCHS 4062652525
Operator Contact:
Owner/Operator: Eureka Public Schools LCHS
Tank Code ss . ] Tank Installed oo oo I Fiberglass o /N .
Tank Age 25 Date 08/01/1997 Tank Material Reinforced Plastic Piping Material Copper Overfill Types Flapper Valve
. . Secondary
n Piping Installed Tank Piping ;
Tag Number 1540 Spill Test Date Date Construction Construction gﬁgtsa;nment AST No
T N B B . Continuous L
Tank Status Currently in MLLD Test Date Sl Vg sz 03/24/2020 ezt oglie L Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
. . . . . Continuous
. . Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Heating Oil PLLD Test Date Test Date L eak Detection Gauging 0.2 Detection :\r/|1ter§t|t[al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ontoring .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date Leak Detection Energy Act No

Overfill Test Date

Location: KSANKA STORE
1835 Hwy 93 N
Eureka, MT 59917 Lincoln

ATG Type

Incon/TS-1000

Detection

Facility Summary in Lincoln County in the City of Eureka

System Facility 1D:27-05303

Facility Code: 24175

Last Inspected On: 08/24/2020

Operating Permit Renewal Date: 09/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: AR93, LLC;HARJ93, LLC

2068345349;9144337643

Report Created: 11/1/2022
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Operator Contact: Andre Hofstee

Owner/Operator: AR93, LLC
Owner/Operator: HARJ93, LLC

Andre Hofstee, UST Class A Operator
Andre Hofstee, UST Class B Operator

LSS0l 04 Tank Age 32 BZ?: Tl fze 04/20/1990 Tank Material IE’:?()ttheocC:iecda”S);eel Piping Material Eigii;glrizsd Plastic Overfill Types Ball Float Valve
Tag Number 3308 Spill Test Date Ei‘,ﬂi:g i lze -(I;?)T(struction Ei(%g?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date 08/21/2020 _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Eﬂee;khgrgtceﬂttirne Piping Type Pressurized CP Met Types Galvanic
B B | TesiDale %% lodeeston Gagngoz  Delecion’ TahnessTesing VEPOReOel Mo
Capacity 10000 ATG Test Date #L"S? Eigt';t”ess 08/21/2020 f:glc(’ %deﬁgﬁggﬂk gi‘t’é’;idoar:y Hpe Energy Act No

Overfill Test Date ATG Type yeeder RooUTLS-
LEULSERbE 05 Tank Age 32 EZ?J; iz e 04/20/1990 Tank Material g?;?eoc(ic(?"s); cel Piping Material Eigiil;?)lr?:z?j Plastic Overfill Types Ball Float Valve
Tag Number 3309 Spill Test Date Ei‘;ieng iz e -(I—:%T;truction Eg)rilg?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date 08/21/2020 _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Eﬂee;khgrgtceﬂttirne Piping Type Pressurized CP Met Types Galvanic
0 el B Tesivae "% Leakbueclon  Gagngoz peeon _ Towessresig VEOTRSOME o
Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 08/21/2020 f:glc(’ %deﬁgﬁggﬂk gi‘t’é’;idoar:y Hpe Energy Act No

Overfill Test Date

Veeder Root/TLS-
350

Facility Summary in Lincoln County in the City of Eureka

Location: RANCH HAND INC
1000 US Hwy 93 N
Eureka, MT 59917-9555 Lincoln

Facility Code: 24484
Last Inspected On: 02/04/2022

System Facility ID:27-12713 Operating Permit Renewal Date: 03/19/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: AJR LLC 5099539787

Report Created: 11/1/2022 Page [4] of [44]



Operator Contact: Rahul Kumar

Owner/Operator: AJRLLC

Rahul Kumar, UST Class A Operator
Rahul Kumar, UST Class B Operator

Tank Code 08 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
Tag Number 2960 Spill Test Date  09/23/2021  FIPing Installed VELTE Bl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 09/23/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e Diesel L) T e Test Date Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date 02/04/2022 Test Date 09/23/2021 Leak Detection Detection Energy Act No
Overfill Test Date  02/03/2022 ATG Type Cilbarco/EMC
Tank Code 09 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
Tag Number 2961 Spill Test Date  09/23/2021  FIPing Installed el L. None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 09/23/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e Diesel L) T e Test Date Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date 02/04/2022 Test Date 09/23/2021 Leak Detection Detection Energy Act No
Overfill Test Date  02/03/2022 ATG Type Cilbarco/EMC
Tank Code 10 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 2962 Spill Test Date 09/23/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 09/23/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e Gasoline L) T e Test Date Leak Detection Gauging 0.2 Detection Tightness Testing ViEEEl [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date 02/04/2022 Test Date 09/23/2021 Leak Detection Detection Energy Act No
Overfill Test Date  02/03/2022 ATG Type Sllbarco/EMC
LE S 11 Tank Age 24 vl iz el 05/01/1998 Tank Material Fiberglass Piping Material Fiberglass Overfill Types Ball Float Valve

Report Created: 11/1/2022

Date

Reinforced Plastic
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Reinforced Plastic



TeoNmeer w0 Spllfestose|ooaon  peet TS conaweion carstucuon M AT v
Tank Status giTg?Lasrgy MLLD Test Date _Sr:;rtl%;'tightness _(I_Z)elllt)zs;rlgphic = [/Iee;:l:lgrgtcea::ltlgine Piping Type Pressurized CP Met Types
Powe owone  puoTeoae  RMEROS  FOGLEK GMET BRETP  Dl Vwermeown me
Capacity 10000 ATG Test Date  02/04/2022 #L"S‘i Eﬁ?”ess 10/04/2018 pece %de?;{ggﬂk [S)Z‘t’gc”t‘ijoar:y Fllpe Energy Act No
Overfill Test Date  02/03/2022 ATG Type Cilbarco/EMC
S 12 Tank Age 24 Eg?g i 12 05/01/1998 Tank Material E&Ei?l:%lr?:zsd Plastic Piping Material Egii:‘glr?:sesd Plastic Overfill Types Ball Float Valve
Taghumber 2904 spilTestoate ospscozi  prg® " Conswueion Constuion N D oo
Tank Status Sggrently in MLLD Test Date 09/23/2021 _Srg;r;%;ghtness .?;:)nggphic LD E/Ieeac?grgfeaclttirne Piping Type Pressurized CP Met Types
Powe owone  puoTeiome  RMEAOS  FOGLEG GET PR Dl Vwermeowny me
Capacity 10000 ATG Test Date  02/04/2022 #L"S‘i Eﬁ?”ess 09/23/2021 pece %de?;{ggﬂk [S)Z‘t’gc”t‘ijoar:y Fllpe Energy Act No
Overfill Test Date  02/03/2022 ATG Type Cilbarco/EMC
Tank Code 13 Tank Age 24 Ez?: st fze 05/01/1998 Tank Material Ei(te)ii:%:’?:zsd Plastic Piping Material Eigi?\:‘glrisésd Plastic Overfill Types Ball Float Valve
TooNmeer o> Spllfestose|ooon  pged TS conaweion carstucuon M AT v
Tank Status Sggrently in MLLD Test Date 09/23/2021 _Srg;r;%;ghtness .?;:)nggphic LD E/Ieeac?grgfeaclttirne Piping Type Pressurized CP Met Types
Powe  ome  puoTeome  RMEROC  FOGLTNC QEE BT eberien V@ermeown s
Copacly 200 ATGTestoale 0202022 gt oomemrl igibddien ooecton ey ac Mo
Overfill Test Date  02/03/2022 ATG Type Gilbarco/EMC

Basic

Facility Summary in Lincoln County in the City of Eureka

Location: TOWN PUMP INC EUREKA
10 Dewey Ave
Eureka, MT 59917 Lincoln

Facility Code: 24240
Last Inspected On: 06/30/2021

System Facility ID:27-08699 Operating Permit Renewal Date: 07/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Eureka 1 Town Pump LLC 4064976700

Report Created: 11/1/2022 Page [6] of [44]



Operator Contact: Trent Biggers

Owner/Operator: Eureka 1 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

11/01/1991

11/01/1991

Currently in
Use

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory

Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
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Fiberglass
Reinforced Plastic

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Ball Float Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Ball Float Valve

Pressurized Non-corrodible



Currently in
Use

Report Created: 11/1/2022

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
11/01/1991 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
11/01/1991 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
11/01/2000 Reinforced Plastic

Electronic Line
06/25/2021 Leak Detector
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Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Ball Float Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic Ball Float Valve

Statistical
Inventory No
Reconciliation

Flexible Plastic Ball Float Valve

Pressurized Non-corrodible



11/01/2000

06/25/2021

03/14/2014

06/25/2021

03/14/2014

06/25/2021 02/24/2014

Report Created: 11/1/2022

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Double-Walled
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Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Double Walled

Ball Float Valve

Flapper Valve

Flapper Valve



Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 06/25/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Gasoline PLLD Test Date 06/25/2021 . Interstitial ; Interstitial Vapor Recovery Yes
Test Date Leak Detection Monitoring Detection Monitoring
- f Statistical . Statistical
Capacity 20000 ATG Test Date ‘II_'Iens? 'I[')leglytt;tness E:glc() %de?;{t}-grr:k Inventory ng:cnt(ijoar:y e Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
RoOt/TLS-
Overfill Test Date 06/25/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 13 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 8 Date 03/14/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5469 Spill Test Date 06/25/2021 Date 02/24/2014 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 06/25/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date 06/25/2021 iggfg’;&ng ep E(;gagétzac?ilgn Interstitial [P)gggtri)(/)rljlpe Interstitial Vapor Recovery No
Monitoring Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date " Inventory : Inventory Energy Act Yes
Test Date Leak Detection Reconciliation Detection Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 06/25/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD

Location: CRYSTAL LAKES RESORT INC
Crystal Lakes Rd
Fortine, MT 59918 Lincoln

Facility Summary in Lincoln County in the City of Fortine

System Facility 1D:27-03824

Facility Code: 24145

Last Inspected On: 02/01/2022

Operating Permit Renewal Date: 04/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: James Smith

4068824432

Operator Contact: James Smith

4068824432

Owner/Operator: James E Smith

James E Smith, UST Class A Operator
James E Smith, UST Class B Operator

Report Created: 11/1/2022
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Tank Code 01 Tank Age 36 Tank Installed 06/01/1986 Tank Material Cathodically Piping Material Steel Overfill Types Flapper Valve
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, B @22 [N Protected Steel N 00000 0 00 NN 000
TegNumber %z SpilTesiDale céoizozz  pgg® MRS Consweton Consirucion _ S"gleWaled  AST oo
Tank Status Sgge”“y N MLLD Test Date  12/21/2021 fg;'t‘%;ght”ess $;;aesggphic LD E"ee;;‘grgfeac'ttir”e Piping Type Pressurized CP Met Types 'Cr’:ﬁrrsrs‘tsed
Product & Jad, PLLD TestDate TKREMOCR oo PTG uomatlanc BUEMERE LU g VaborRecovery N

Capacity 10000 | ATGTestDate  ooio1p02;  HMeTighiness 00,  SecondayTank SecondaryPipe EnergyAct N0
7777777777777777777777777 Overfill Test Date  02/01/2022 ~ ATGType  Incon/TS-1000 L
LEULSERbE 02 Tank Age 36 EZ?J; iz e 06/01/1986 Tank Material g?g:]eogiec(?g cel Piping Material Steel Overfill Types Flapper Valve
Tag Number 3893 Spill TestDate  02/01/2022  pbing Instailed Lk ion L N Single Walled ~ AST No

Tank Status (ljtsjgrently in MLLD Test Date 12/21/2021 _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i E/Iee;ﬁgrgtce'ctltlairne Piping Type Pressurized CP Met Types ICrZ?ﬁll:zlitSEd
DR -~ R | Tesibale | 122270 [edbuesion  Gaugngol  Detedton  TghwessTesing VAPORECOEN No
Capacity 10000 ATG Test Date  02/01/2022 #L"S? Eigt';t”ess 12/21/2021 fgglc(’ %dei‘gﬁggrr]‘k gi‘t’é’;?oar:y Hpe Energy Act No
7777777777777777777777777 Overfill Test Date  02/01/2022 ~ ATGType  Incon/TS-1000 L

Location: FORTINE MERC LLC
12000 US Hwy 93 S
Fortine, MT 59918 Lincoln

Facility Summary in Lincoln County in the City of Fortine

System Facility 1D:27-13725

Facility Code: 24537

Last Inspected On: 03/11/2021

Operating Permit Renewal Date: 03/26/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

FORTINE MERC LLC

4068824446

Operator Contact:

Debbie Peterson

Owner/Operator: FORTINE MERC LLC

Tag Number

Debbie Peterson, UST Class A Operator
Debbie Peterson, UST Class B Operator

Report Created: 11/1/2022

Tank Installed
Date

Piping Installed
Date

Tank
Construction

Cathodically
Protected Steel

Piping Material

Piping
Construction
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Fiberglass

Reinforced Plastic

Overfill Types



Report Created: 11/1/2022

04/01/1996

04/01/1996

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Veeder
Root/Red Jacket
FXIV

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Veeder
Root/Red Jacket
FXIV

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000
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MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

Ball Float Valve

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

Ball Float Valve

MLLD Line
Tightness Testing



Facility Summary in Lincoln County in the City of Libby

Location: ASA WOOD SCHOOL Facility Code: 24184
700 Idaho Ave Last Inspected On: 03/01/2021
Libby, MT 59923-1706 Lincoln System Facility ID:27-05434 Operating Permit Renewal Date: 03/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 4 Libby 4062932791

Operator Contact: David Nadolny

Owner/Operator: School Dist 4 Libby

David Nadolny, UST Class A Operator
David Nadolny, UST Class B Operator

Tank Code S2 Tank Installed . Cathodically - . . . .
Tank Age 29 Date 10/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 1528 Spill Test Date g lusiizle UELTLS n Double-Walled Pl : Double Walled AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EunEUEURNNS 0 EECEECUSUNNNEES C NN 0
Temporarily Sump Tightness Catastrophic L.D . - . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Galvanic
. . Continuous n . .
. Tank/Piping CP Primary Tank P Primary Pipe 3-Year Line
Product Diesel PLLD Test Date Test Date 03/03/2021 Leak Detection IMn:)enr;(t)lﬂilg Detection Tightness Test Vapor Recovery No
””””””””””””””””””””””””””””” o e o Ccontnuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date 03/03/2021 Leak Detection Detection Inter_'stlt[al Energy Act No
Monitoring
Overfill Test Date ATG Type Other/Other
Facility Summary in Lincoln County in the City of Libby
Location: BEARS QUICK STOP Facility Code: 24368
36175 US Hwy 2 W Last Inspected On: 03/23/2021
Libby, MT 59923 Lincoln System Facility ID:27-10863 Operating Permit Renewal Date: 03/31/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: AJAM2, LLC 2068345349
Operator Contact: Elzhon Anderson;Jessica Parker 4062831345
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Owner/Operator: AJAM2, LLC

Elzhon Anderson, UST Class A Operator

Elzhon Anderson, UST Class B Global Operator

Jessica Parker, UST Class A Operator

Jessica Parker, UST Class B Operator
Keeli Anderson, UST Class B Global Operator

Tank Code 04 Tank Installed - Cathodically - . Fiberglass .
Tank Age 31 Date 04/29/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 676 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PEEILE! Diesel FEHD T (B Test Date 12/18/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 17000 ATG Test Date 03/23/2021 Test Date 12/18/2020 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type \éee.der Root/EMC
asic
Tank Code 05 Tank Installed - Cathodically - . Fiberglass .
Tank Age 31 Date 04/29/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 677 Spill Test Date Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel FEERIIES P Test Date 12/18/2020 Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 17000 ATG Test Date 03/23/2021 Test Date 12/18/2020 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type \éee_der ROOVEMC
asic
Tank Code 06 Tank Installed - Cathodically - . Fiberglass .
Tank Age 31 Date 04/29/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 678 Spill Test Date Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel FEERIIES P Test Date 12/18/2020 Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 03/23/2021 Test Date 12/18/2020 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type \éee_der ROOVEMC
asic
TS C20E 07 Tank Age 31 stk fusiiellise 04/29/1991 Tank Material Cathodically Piping Material Fiberglass Overfill Types Ball Float Valve

Report Created: 11/1/2022

Date

Protected Steel

Page [14] of [44]

Reinforced Plastic



n Piping Installed Tank Piping
Tag Number 679 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
FITELE] Gasoline PLLD Test Date Test Date 12/18/2020 Leak Detection Gauging 0.2 Detection Tightness Testing REDCRE U N°
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 03/23/2021 Test Date 12/18/2020 Lerk e Detection Energy Act No
Overfill Test Date ATG Type \éeeder Root/EMC
asic
Tank Code 08 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 31 Date 04/29/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 680 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 07/07/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
FITELE] Gasoline PLLD Test Date Test Date 12/18/2020 Leak Detection Gauging 0.2 Detection Tightness Testing REDCRE U N°
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 03/23/2021 Test Date 07/07/2022 Lerk e Detection Energy Act No
Vaporless

Overfill Test Date

Location: CABINET PEAKS MEDICAL CENTER
209 Health Park Dr

Libby, MT 59923 Lincoln

ATG Type

Manufacturing/Va
porless 99LD-
2000;Veeder
Root/EMC Basic

Facility Summary in Lincoln County in the City of Libby

System Facility 1D:60-15252

Facility Code: 30969

Last Inspected On: 08/24/2020

Operating Permit Renewal Date: 12/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Cabinet Peaks Medical Center

4062837000

Operator Contact: Tony Rebo

Owner/Operator: Cabinet Peaks Medical Center

Tony Rebo, UST Class A Operator
Tony Rebo, UST Class B Operator

Tank Code S1

Report Created: 11/1/2022

Tank Age

Tank Installed
Date

11/29/2013

Tank Material

Bare Steel

Piping Material
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High Level Alarm



Piping Installed Tank Piping

Tag Number 5414 Spill Test Date Date Construction Double-Walled Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date 08/24/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types
. n Continuous ; . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Da?te Leak Dete)::tion Detectiony p Energy Act No
Overfill Test Date ATG Type
Facility Summary in Lincoln County in the City of Libby
Location: HAPPY'S INN LLC Facility Code: 24198
72576 US Hwy 2 Last Inspected On: 02/12/2020
Libby, MT 59923-8518 Lincoln System Facility ID:27-05998 Operating Permit Renewal Date: 03/18/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Happy's Inn LLC 4063343783

Operator Contact: Brandy Kraft;Carry Mick;Deb Steinke;Kristopher Cole 4062934079;4063343783

Owner/Operator: Happy's Inn LLC

Brandy Kraft, UST Class A Operator
Brandy Kraft, UST Class B Operator
Carry Mick, UST Class A Operator
Deb Steinke, UST Class A Operator
Deb Steinke, UST Class B Operator
Kristopher Cole, UST Class A Operator
Kristopher Cole, UST Class B Operator

eIl (Gl 01 Tank Age 38 Bg?: Lzl 03/23/1984 Tank Material Bare Steel Piping Material Eigii;glrisésd Plastic Overfill Types Flapper Valve
TagNumber 1282 | spil Testpate Piping Installed 5005005 TaK Pping L e | asT N
Tank Status Sggently in MLLD Test Date _Srgg%;ightness _(I;;Itaaes:t%r.gphic Lie Not Required Piping Type Safe Suction CP Met Types ICr:TJF;rrSrS\tsed
Frroee | Diesel | PLLDTestDate TOPPNG P gyoippo  PimATank - AvomatoTak  PrimaPipe | Ia——.
Capacity 8000 ATG Test Date 'II_'Ier}set 'l;ia?tr;tness f:;l(() %de?;%t}-ggk ggggcrl?oar:y FiE Energy Act No
””””””””””””” overfill Testpate . | ATGType  InconTS-1000
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Fiberglass
Reinforced Plastic

Impressed
Current
Automatic Tank No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging0.2
No

Incon/TS-1000
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Facility Summary in Lincoln County in the City of Libby

Location: HARLOWS SCHOOL BUS SERVICE INC LIBBY
30772 US Hwy 2
Libby, MT 59923 Lincoln

Facility Code: 24224
Last Inspected On: 11/02/2020

System Facility ID:27-07523 Operating Permit Renewal Date: 12/17/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: HJJ Properties LLC 7012241767

Operator Contact: Hugh Taylor;Wesley Tangen 4062398845;4062938845

Owner/Operator: HJJ Properties LLC

Hugh Taylor, UST Class A Operator
Hugh Taylor, UST Class B Operator
Wesley Tangen, UST Class A Operator
Wesley Tangen, UST Class B Operator

Tank Code 03 Tank Installed - Fiberglass . . Fiberglass .

Tank Age 29 Date 02/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 3101 Spill Test Date Date ConeiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
PIEE ! Diesel FEERIIES P Test Date Leak Detection Gauging 0.2 Detection Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe

Cepaey 2000 AV TESE DENE Test Date Leak Detection Detection S o ect No

Overfill Test Date ATG Type gggder ROOUTLS-
Tank Code 04 Tank Installed - Fiberglass . . Fiberglass .

Tank Age 29 Date 02/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3102 Spill Test Date Pz (et VELTS Piping None AST No

Date
Sump Tightness

Construction

Catastrophic L.D

Construction

Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
PIEE ! Diesel FEERIIES P Test Date Leak Detection Gauging 0.2 Detection Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe
S 2000 A T (D Test Date Leak Detection Detection SIS /- 80 No

Report Created: 11/1/2022

Overfill Test Date

ATG Type

Veeder Root/TLS-
300

Facility Summary in Lincoln County in the City of Libby
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Location: LIBBY CENTRAL OFFICE 9080 BO1 Facility Code: 24219
114 E 4th St Last Inspected On: 07/13/2020
Libby, MT 59923-2030 Lincoln System Facility ID:27-07386 Operating Permit Renewal Date: 07/31/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Citizens Communications Company 9166863499

Operator Contact: Alan Kelly;Brian McGuinness 4062930010

Owner/Operator: Citizens Communications Company

Alan Kelly, UST Class A Operator

Alan Kelly, UST Class B Operator

Brian McGuinness, UST Class A Operator

Brian McGuinness, UST Class B Global Operator

Tank Code 02 Tank Installed ; Fiberglass fef : q .
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Steel Overfill Types High Level Alarm
Tag Number 4307 Spill Test Date g stz TELTIS Double-Walled Piping Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 07/13/2020 Type 3.0 Auto Dialer Piping Type Gravity Feed CP Met Types Non-corrodible
A . Continuous . n Continuous
Tank/Piping CP Primary Tank L Primary Pipe "
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank Secondary Pipe
| . - .. TestDate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-250
Facility Summary in Lincoln County in the City of Libby
Location: LIBBY HIGH SCHOOL DIST 4 Facility Code: 24187
150 Education Way Last Inspected On: 03/01/2021
Libby, MT 59923-2816 Lincoln System Facility ID:27-05437 Operating Permit Renewal Date: 03/04/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: School Dist 4 Libby 4062932791

Operator Contact: David Nadolny;Louie Mysse
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Owner/Operator: School Dist 4 Libby

David Nadolny, UST Class A Operator
David Nadolny, UST Class B Operator
Louie Mysse, UST Class A Operator

Louie Mysse, UST Class B Global Operator

02/05/1990

07/01/1994

12/15/2021

Facility Summary in Lincoln County in the City of Libby

Cathodically
Protected Steel

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-350
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Location: LIBBY QUIK STOP
120 W 9th St
Libby, MT 59923-1965 Lincoln

System Facility ID:27-08831

Facility Code: 24249

Last Inspected On: 12/03/2021

Operating Permit Renewal Date: 03/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Travis Tammaro

4063964804

Operator Contact: Jeffrey Aitken;Travis Tammaro

4063964804,4068474080

Owner/Operator: Travis Tammaro

Jeffrey Aitken, UST Class A Operator
Jeffrey Aitken, UST Class B Operator
Travis Tammaro, UST Class A Operator

Travis Tammaro, UST Class B Global Operator

Tank Code 03 Tank Installed 5 Cathodically fef : Fiberglass g

Tank Age 48 Date 11/21/1974 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Lined Piping
Tag Number 1274 Spill Test Date 12/03/2021 8 Interior/Impressed . None AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A } Impressed
Tank Status Use MLLD Test Date 09/22/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PEEILE! Gasoline FEHD T (B Test Date 09/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe

Capacity 8000 ATG Test Date 09/22/2021 Test Date 09/22/2021 Leak Detection Detection Energy Act No

Overfill Test Date  12/02/2021 ATG Type yeeder Rool/TLS-
Tank Code 05 Tank Installed - Cathodically - . Fiberglass .

Tank Age 48 Date 11/21/1974 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1276 Spill Test Date gt (it UEILS :_ri?eer(ijorllm ressed B None AST No

9 P Date Construction C P Construction
urrent
Temporarily Sump Tightness Catastrophic L.D Mechanical Line A . Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
P W Gasoline FE AR Test Date 09/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing RERRRREC LV No
. Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date Test Date 05/09/2012 Leek Dacsiion Detection Energy Act No

Overfill Test Date

ATG Type

Veeder Root/TLS-
300

Report Created: 11/1/2022
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Cathodically Fiberglass
Protected Steel Reinforced Plastic

Interior/Impressed No

Mechanical Line Impressed
Leak Detector Current

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

7777777777777777777777777777777777 Veeder Root/TLS-
12/02/2021 30
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Facility Summary in Lincoln County in the City of Libby

Location: MACS PLACE
1427 MT Hwy 37
Libby, MT 59923-9309 Lincoln

Facility Code: 24354
Last Inspected On: 08/16/2022

System Facility ID:27-10660 Operating Permit Renewal Date: 10/11/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Northside Enterprises LLC 4062937799
Operator Contact: Ann Siefke 4062932784
Owner/Operator: Northside Enterprises LLC
Ann Siefke, UST Class A Operator
Ann Siefke, UST Class B Operator
Tank Code | oo ] Tank Installed  oooioos ek e I Cathodically | . ' .
Tank Age 47 Date 03/23/1975 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 1272 Spill Test Date  08/16/2022  HPing Installed Il Intertor/mpressed PiPING None AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D . A ) Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 08/16/2022 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 08/16/2022 Test Date 12/30/2005 Leelk DeEEiim e Energy Act No
Overfill Test Date  08/16/2022 ATG Type gggder RoOUTLS-
Tank Code 02 Tank Installed . Cathodically - . .
Tank Age 47 Date 03/23/1975 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
. Piping Installed Tank Lined Piping
Tag Number 1273 Spill Test Date 08/16/2022 8 Interior/Impressed 5 None AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 08/16/2022 Leel DeEsim Gauging 0.2 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestDate  OBHOR022  Testpate 1002005 LeakDetection Detection .
Overfill Test Date  08/16/2022 ATG Type Veeder RooUTLS-

300

Report Created: 11/1/2022

Facility Summary in Lincoln County in the City of Libby
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Location: MCGRADE SCHOOL UST Facility Code: 24185
933 Farm to Market Rd Ste C Last Inspected On: 03/01/2021
Libby, MT 59923-8282 Lincoln System Facility ID:27-05435 Operating Permit Renewal Date: 03/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 4 Libby 4062932791

Operator Contact: David Nadolny

Owner/Operator: School Dist 4 Libby

David Nadolny, UST Class A Operator
David Nadolny, UST Class B Operator

Tank Code S2 . Flapper
Tank Age 27 Vatile sillizs 08/01/1995 Tank Material Cathodically Piping Material Steel Overfill Types Valve;High Level
Date Protected Steel Alarm
Tegnumber 125 SpilTesiome  ospsos  FRmamsdled TR oseas POG oo vnies [ w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . _ . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Galvanic
- " Continuous n n .
: : Tank/Piping CP Primary Tank o Primary Pipe 3-Year Line

Product Heating Oil PLLD Test Date Test Date 03/03/2021 Leak Detection Inter_stltl_al Detection Tightness Test Vapor Recovery No

Monitoring
8 n ; Continuous
. Line Tightness Secondary Tank Secondary Pipe "
Capacity 4000 ATG Test Date Test Date 03/03/2021 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
OPW /
Overfill Test Date 05/25/2021 ATG Type EMCO/EECO
1500
Facility Summary in Lincoln County in the City of Libby
Location: MOORE OIL INC KARDGUARD Facility Code: 24291
206 E 1st St Last Inspected On: 04/13/2022
Libby, MT 59923 Lincoln System Facility ID:27-10130 Operating Permit Renewal Date: 06/24/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Moore Oil Inc Thompson Falls 4068274314

Operator Contact: Larry Kelly
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Owner/Operator: Moore Oil Inc Thompson Falls

Larry Kelly, UST Class A Operator
Larry Kelly, UST Class B Global Operator

Continuous
Interstitial
Monitoring

Manual Interstitial
Monitoring

12/19/1984 Bare Steel Flexible Plastic

Continuous
Interstitial
Monitoring

Manual Interstitial
Monitoring

07/01/1974 Bare Steel Flexible Plastic

Continuous
Interstitial
Monitoring

Manual Interstitial
Monitoring

Facility Summary in Lincoln County in the City of Libby

Location: PLUMMER ELEMENTARY SCHOOL Facility Code: 24186
247 Indian Head Rd Last Inspected On: 02/17/2021
Libby, MT 59923-2982 Lincoln System Facility 1D:27-05436 Operating Permit Renewal Date: 02/19/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 4 Libby 4062932791
Operator Contact: David Nadolny
Owner/Operator: School Dist 4 Libby
David Nadolny, UST Class A Operator
David Nadolny, UST Class B Operator
TankCode  s2 ...~ Tank Installed o oo oo I Cathodically | ... .
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 1530 Spill Test Date 05/25/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . .
Tank Status Use MLLD Test Date Test Date 07/20/2015 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Galvanic
- . Continuous ; 8 Continuous
Product Heating Oil  PLLD Test Date iggi‘g;ﬂ”g CP 031032021 Eg:l‘(a&tz‘z?i'gn Interstitial Pl s Interstitial Vapor Recovery  No
Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date Leak Detection Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date 05/25/2021 ATG Type ROOUTLS-350

Facility Summary in Lincoln County in the City of Libby

Location: SAVE RITE SOUTH
33934 US Hwy 2
Libby, MT 59923-9011 Lincoln

Facility Code: 24106
Last Inspected On: 12/04/2021

System Facility 1D:27-01240 Operating Permit Renewal Date: 04/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Golden State Oil;Robert Uithof

Operator Contact: Jesse Knapp;Lloyd Holcomb 4062831352

Owner/Operator: Golden State Oil

Owner/Operator: Robert Uithof
Jesse Knapp, UST Class A Operator
Jesse Knapp, UST Class B Operator
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Lloyd Holcomb, UST Class A Operator
Lloyd Holcomb, UST Class B Global Operator
Lloyd Holcomb, UST Class B Operator

Report Created: 11/1/2022

12/04/2021

12/04/2021

12/04/2021

05/01/1989

05/01/1989

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring
Automatic Tank
Gauging 0.2
Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring
Automatic Tank
Gauging 0.2
Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
Reinforced Plastic

Double-Walled
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Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing
Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Double Walled

Ball Float Valve

Ball Float Valve
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12/04/2021

12/04/2021

12/04/2021

06/03/1995

06/03/1995

Mechanical Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector
Automatic Tank
Gauging 0.2
Manual Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector
Automatic Tank
Gauging 0.2
Manual Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000
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MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

MLLD Line
Tightness Testing

Flexible Plastic

Continuous
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Monitoring

MLLD Line
Tightness Testing

Ball Float Valve

Ball Float Valve
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12/04/2021

12/04/2021

12/04/2021

06/23/1995

06/23/1995

12/04/2021

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Manual Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector
Automatic Tank
Gauging 0.2
Manual Interstitial
Monitoring

Gilbarco-Veeder
RooOt/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Manual Interstitial
Monitoring
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Continuous
Interstitial
Monitoring

MLLD Line
Tightness Testing

Flexible Plastic

Continuous
Interstitial
Monitoring

MLLD Line
Tightness Testing

Flexible Plastic

Continuous
Interstitial
Monitoring

MLLD Line
Tightness Testing

Ball Float Valve

Ball Float Valve



Gilbarco-Veeder

Root/TLS-
5 350/Gilbarco
Overfill Test Date  12/04/2021 ATG Type EMC:Vaporless
Manufacturing/Va
porless LD-2000
Tank Code 21 Tank Installed - Cathodically - . . . .
Tank Age 27 Date 06/23/1995 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 2175 Spill Test Date  12/04/2021  FIPing Installed VELTE Double-Walled ~ HIPINg Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 12/04/2021 Test Date 12/04/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
L . . . . Continuous
Product Gasoline PLLD Test Date Vel Pjpli) €= 12/04/2021 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
5 Line Tightness Secondary Tank  Manual Interstitial Secondary Pipe MLLD Line
B | ATGTestbate 102021 Testpate 12042021 LeakDetection _ Monitoring _Detection Tighiness Testing SNIOVASt Mo
Gilbarco-Veeder
RooOt/TLS-
. 350/Gilbarco
Overfill Test Date  12/04/2021 ATG Type EMC;Vaporless

Manufacturing/Va
porless LD-2000

Facility Summary in Lincoln County in the City of Libby

Location: SAVE RITE WEST
31978 US Hwy 2
Libby, MT 59923-3026 Lincoln

Facility Code: 24105
Last Inspected On: 12/05/2021

System Facility ID:27-01239 Operating Permit Renewal Date: 04/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Golden State Oil;Robert Uithof

Operator Contact: Jesse Knapp;Lloyd Holcomb 4062831352

Owner/Operator: Golden State Oil

Owner/Operator: Robert Uithof
Jesse Knapp, UST Class A Operator
Jesse Knapp, UST Class B Operator
Lloyd Holcomb, UST Class A Operator
Lloyd Holcomb, UST Class B Operator

TREITls Gl 13 Tank Age 28 E‘;‘g lusiatllz) 03/01/1994 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Ball Float Valve

Reinforced Plastic
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Report Created: 11/1/2022

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Incon/TS-
1000;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
03/01/1994 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Incon/TS-
1000;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
03/01/1994 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Incon/TS-
1000;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
06/01/1997 Protected Steel

12/05/2021
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MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Fiberglass
Reinforced Plastic

Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Double Walled No



Currently in
Use
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Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

06/01/1997

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

06/01/1997

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

06/01/1997

12/05/2021 04/18/2019

Mechanical Line
Leak Detector
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MLLD Line
Tightness Testing

Continuous

Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Pressurized Galvanic



12/05/2021

Location: SEWER PLANT
750 City Service Rd
Libby, MT 59923 Lincoln

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Facility Summary in Lincoln County in the City of Libby

System Facility ID:27-03164

Facility Code: 24131

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Last Inspected On: 03/01/2021
Operating Permit Renewal Date: 03/12/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: City of Libby 406 2932731

Operator Contact: Lucas Backen;Mike Voorhies 4062934684

Owner/Operator: City of Libby

Lucas Backen, UST Class A Operator
Mike Voorhies, UST Class A Operator

Tank Code 05 Tank Installed . Fiberglass A ; f
Tank Age 36 Date 12/01/1986 Tank Material Reinforced Plastic Piping Material Steel Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4089 Spill Test Date Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . A .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type U.S. Suction CP Met Types
. Tank/Piping CP Primary Tank Manual Tank Primary Pipe 3-Year Line
Product Diesel PLLD Test Date Test Date 10/29/2019 Ler Daicsiom Gauging Detection Tightness Test Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 550 ATG Test Date Test Date 10/29/2019 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Facility Summary in Lincoln County in the City of Libby
Location: ST JOHNS LUTHERAN HOSPITAL Facility Code: 24110
350 Louisiana Ave Last Inspected On: 08/24/2020
Libby, MT 59923-2198 Lincoln System Facility 1D:27-01695 Operating Permit Renewal Date: 09/25/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Cabinet Peaks Medical Center 4062837000

Operator Contact: Tony Rebo

Owner/Operator: Cabinet Peaks Medical Center

Tony Rebo, UST Class A Operator
Tony Rebo, UST Class B Operator

Tank Code S3 Tank Installed n Fiberglass A - Fiberglass n .
Tank Age 24 Date 07/01/1998 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1952 Spill Test Date Date 02/15/2013 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 08/24/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
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- " Continuous ; 8 Continuous
Product Heating Oil PLLD Test Date iggtkg’;{);ng €r E;gllagétzac?ilgn Interstitial [P)gggt?{)r?'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe
| e D | TestDate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-300
Facility Summary in Lincoln County in the City of Libby
Location: ST JOSEPH PARISH Facility Code: 24218
719 Utah Ave Last Inspected On: 09/02/2021
Libby, MT 59923-2115 Lincoln System Facility 1D:27-07289 Operating Permit Renewal Date: 12/11/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Diocese of Helena 4062934322
Operator Contact: Lauri Youso;Richard Kluk 4062933216;4062934322

Owner/Operator: Diocese of Helena

Lauri Youso, UST Class A Operator
Lauri Youso, UST Class B Operator
Richard Kluk, UST Class A Operator
Richard Kluk, UST Class B Operator

Tank Code S3 Tank Installed . Fiberglass . . .
Tank Age 29 Date 11/30/1993 Tank Material Reinforced Plastic Piping Material Copper Overfill Types Flapper Valve
_ . Secondary
n Piping Installed Tank K Piping ;
Tag Number 833 Spill Test Date Date Construction Double-Walled Construction gggtsa;nment AST No
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date 10/09/2018 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . .
! . Tank/Piping CP Primary Tank - Primary Pipe Manual Interstitial
Product Heating Oil PLLD Test Date Test Date Leak Detection :\qter_stm_al Detection Monitoring Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
el 1000 AT Test Dkl Test Date Leak Detection Detection By A No
Overfill Test Date ATG Type Zrneumercator/Oth
Facility Summary in Lincoln County in the City of Libby
Location: TOWN PUMP INC LIBBY 2 Facility Code: 30762
1315 Minnesota Ave Last Inspected On: 07/01/2021
Libby, MT 59923 Lincoln System Facility 1D:56-14121 Operating Permit Renewal Date: 07/20/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Libby 2 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Libby 2 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 ... Tank Installed o000 o I Fiberglass | ™= N T - e
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4922 Spill Test Date Date 06/09/2004 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date iggfﬁ;{’éng €r E;gagétzac':ilgn Inventory [P)gt"e]gt?{)r'?'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
g ] Continuous : Continuous
Capacity 15000 ATG Test Date .II‘.Ln;: 'ggtlgtness ESZE %deat‘;%ggﬂk Interstitial ngg;?oar:y IEE Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Tank Code 02 Tank Installed . Fiberglass A ; : : q
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
Tag Number 4923 Spill Test Date Date 06/09/2004 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date iggfﬁ;{’éng €r E;gagétzac':ilgn Inventory [P)gt"e]gt?{)r'?'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
g ] Continuous : Continuous
Capacity 10000 ATG Test Date .II‘.Ln;: 'ggtlgtness ESZE %deat‘;%ggﬂk Interstitial ngg;?oar:y IEE Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Tank Code 03 Tank Installed . Fiberglass - . . . .
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4924 Spill Test Date Piping Installed /54,5004 UL Double-Walled  IPING Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date - Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
n . Continuous ; Continuous
Capacity 5000 ATG Test Date !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-350
Tank Code 04 Tank Installed - Fiberglass . . . . .
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4925 Spill Test Date Piping Installed — 45,1/5004 el Double-Walled LN Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date - Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
n . Continuous ; Continuous
Capacity 15000 ATG Test Date !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-350
Tank Code 05 Tank Installed - Fiberglass . . . . .
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4927 Spill Test Date Piping Installed — 45,10/5004 el Double-Walled LN Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Diesel PLLD Test Date $22tk{§;$;ng ap Eéﬂatr))étzirt]ilgn Inventory B:Qgtri)(l)slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
n . Continuous ; Continuous
Capacity 10000 ATG Test Date !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
: Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 06 Tank Installed - Fiberglass . . . . .
Tank Age 18 Date 06/09/2004 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4928 Spill Test Date Piping Installed — 45,1/5004 el Double-Walled ~ HPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 06/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Inventory Detection Inventory Vapor Recovery No
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" n Continuous : Continuous
Capacity 5000 ATG Test Date .II‘.Ln;: 'ggtlgtness ESZE %deat‘;%ggﬂk Interstitial ngg;?oar:y IEE Interstitial Energy Act No
Monitoring Monitoring

. Gilbarco-Veeder
Overfill Test Date ATG Type RoOt/TLS-350

Facility Summary in Lincoln County in the City of Troy

Location: CENEX TROY MINI MART
217 E Missoula Ave
Troy, MT 59935 Lincoln

Facility Code: 24134
Last Inspected On: 06/22/2022

System Facility 1D:27-03253 Operating Permit Renewal Date: 09/11/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Joseph Lapham 2082637606
Operator Contact: Mike DuPerault 2086101110
Owner/Operator: Joseph Lapham
Mike DuPerault, UST Class A Operator
Mike DuPerault, UST Class B Operator

Tank Code | o7 ] Tank Installed o ooon o g I Fiberglass | N Fiberglass |~ - e

Tank Age 29 Date 04/12/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve

" Piping Installed Tank Piping
| e Spil Testbaie 00202022 pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 06/20/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Coire IR | TestDate C0/20/2022  LeakDetection  Gauging02 _[Defection Tighiness Testing VOPOTRECOVER” No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 06/20/2022 Test Date 06/20/2022 Leek Dacsiion Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC

Tank Code 08 Tank Installed - Fiberglass . . Fiberglass .

Tank Age 29 Date 04/12/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve

. Piping Installed Tank Piping
Tag Number 3130 Spill Test Date 06/20/2022 Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Use MLLD Test Date 06/20/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline FEERIIES P Test Date 06/20/2022 Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe

Capacity 4000 ATG Test Date 06/20/2022 Test Date 06/20/2022 Leak Detection Detection Energy Act No
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 29 Date 04/12/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
B | Spil Testbave 00202022 pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 06/20/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R plesel ] - . TestDate C0le0f2022 | LeakDetection  Gauging02 Defection Tightness Testing YePOrRECOVER” Mo
5 Line Tightness Secondary Tank Secondary Pipe
B | ATGTestbate 0020022 Testpate COl202022  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 10 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 29 Date 04/12/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 3132 Spill Test Date 06/20/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 06/20/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline FLERIIEES I Test Date 06/20/2022 Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 06/20/2022 Test Date 06/20/2022 Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Location: LINCOLN COUNTY SHOP TROY
1210 E Missoula Ave
Troy, MT 59935-9640 Lincoln

Facility Summary in Lincoln County in the City of Troy

System Facility ID:27-06716

Facility Code: 24202

Last Inspected On: 05/24/2022

Operating Permit Renewal Date: 07/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Lincoln County Road Dept

4062954420

Operator Contact: DJ Welch

Owner/Operator: Lincoln County Road Dept

DJ Welch, UST Class A Operator
DJ Welch, UST Class B Operator
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Tank Code 03 Tank Installed . Cathodically - . .
Tank Age 32 Date 05/01/1990 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 1538 Spill Test Date 05/24/2022 gy lusiizle UELTLS n Double-Walled Pl : None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ZEie R S el R < iSicis RN 0 R
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. . Continuous . .
. Tank/Piping CP Primary Tank - Primary Pipe
Product Diesel PLLD Test Date Test Date 05/24/2022 Leak Detection |nter§t|t{al Detection Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 05/24/2022 Test Date Leelk DeEEiim e Energy Act No
Overfill Test Date 06/07/2022 ATG Type Other/Other
Tank Code 04 Tank Installed . Cathodically - . .
Tank Age 32 Date 05/01/1990 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 1539 Spill Test Date  05/24/2022  FPing Installed VEmE Double-Walled ~ DIPING None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. . Continuous ; ]
. Tank/Piping CP Primary Tank L Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/24/2022 Leak Detection Inter_sntl_al Detection Vapor Recovery No
Monitoring
n Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 05/24/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date 05/24/2022 ATG Type Other/Other

Location: TOWN PUMP INC TROY

112 E Missoula Ave

Troy, MT 59935 Lincoln

Facility Summary in Lincoln County in the City of Troy

System Facility ID:27-08722

Facility Code: 24241

Last Inspected On: 07/03/2021

Operating Permit Renewal Date: 07/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Troy 1 Town Pump LLC

4064976700

Operator Contact: Trent Biggers

Owner/Operator: Troy 1 Town Pump LLC

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator

Tank Code 01

Report Created: 11/1/2022

Tank Age

Tank Installed
Date

04/14/1972

Tank Material

Cathodically
Protected Steel

Piping Material
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Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass

04/14/1972 Protected Steel Reinforced Plastic

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass

04/14/1980 Protected Steel Reinforced Plastic

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Lincoln County in the City of Troy

Location: TROY CENTRAL OFFICE 9140 B01 Facility Code: 24235
402 N 2nd St Last Inspected On: 05/31/2022
Troy, MT 59935 Lincoln System Facility ID:27-08082 Operating Permit Renewal Date: 06/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Citizens Communications Company 9166863499

Operator Contact: Alan Kelly;John Jones 4062930010

Owner/Operator: Citizens Communications Company

Alan Kelly, UST Class A Operator
Alan Kelly, UST Class B Operator
John Jones, UST Class A Operator

LEILSED S2 Tank Age 31 EZ?: I e 08/01/1991 Tank Material Unknown Piping Material Steel Overfill Types
******************** ITetoae  Ppingnstaled  Tak  Pipng s ast ve
Tag Number 3272 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D . Amf :
Tank Status Use MLLD Test Date Test Date 07/08/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types
. . . n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date L eak Detection Detection Inter_'stlt[al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
iy 500 AT Test DRl Test Date Leak Detection Detection By e No
Overfill Test Date ATG Type Veeder Root/
Facility Summary in Lincoln County in the City of Troy
Location: TROY ELEMENTARY SCHOOL Facility Code: 24102
318 Kalispell Ave Last Inspected On: 12/21/2021
Troy, MT 59935 Lincoln System Facility 1D:27-00764 Operating Permit Renewal Date: 03/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 1 Troy 4062954606

Operator Contact: John Daniel;Keith Haggerty 4062931170;4062931693
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Owner/Operator: School Dist 1 Troy

John Daniel, UST Class A Operator

John Daniel, UST Class B Global Operator
Keith Haggerty, UST Class A Operator

Keith Haggerty, UST Class B Global Operator

UES(EeE st Tank Age 35 Eg?g Ttz 08/01/1987 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Copper Overfill Types Flapper Valve
Tetmber o SpllTestpate 1oz pggt UUE | Comswweion Comsteion P D oo
Tank Status Sg(rarently in MLLD Test Date _?g;rtl%';tightness ?;Ft)zs;r.gphic 2 Not Required Piping Type U.S. Suction CP Met Types Galvanic
Poer ol PuoTetom  THEEOS e FIRLEG R BRI WS veereey oo
Capacity 10000 ATG Test Date 'II_'IeITs? Ei;;tr;tness E:;I? %de?;%t}-ggk [S)Z?gcnt(ijoar:y e Energy Act No
””””””””””””””” Overfill Test Date  12/14/2021 ATGType

Facility Summary in Lincoln County in the City of Troy

Location: TROY HIGH SCHOOL MISSOULA AVE Facility Code: 24101
204 Missoula Ave Last Inspected On: 12/21/2021
Troy, MT 59935 Lincoln System Facility ID:27-00763 Operating Permit Renewal Date: 03/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 1 Troy 4062954606

Operator Contact: John Daniel;Keith Haggerty 4062931170;4062931693

Owner/Operator: School Dist 1 Troy

John Daniel, UST Class A Operator

John Daniel, UST Class B Global Operator
Keith Haggerty, UST Class A Operator

Keith Haggerty, UST Class B Global Operator

Tank Code S1 Tank Installed - Cathodically - . .
Tank Age 35 Date 08/01/1987 Tank Material Protected Steel Piping Material Copper Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2147 Spill Test Date 12/15/2021 Date - oS TEien PVvC AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
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Temporarily
Out of Use

08/01/1987

Manual Interstitial
Monitoring

Cathodically
Protected Steel

Manual Interstitial
Monitoring

Manual Interstitial
Monitoring

Manual Interstitial
Monitoring




